2 APPLICATION FOR VARIANCE INDIANA DEPARTMENT OF HDHELA!:‘D SECURITY

CODE SERVICES SECTIO!
Binle Fopm 44400 (F12 £ 1208} 302 Wast Washington Strasl, Room W246
Aproved by Slste Board of Actounts, 2007 Indleanapois, iN 46204-2738

htipfhwww.in.govidhsflire/lp_bs_comm_cade/

INSTRUGTION: Please refor to the sltached four {4) pege Instruciions. Varisnce number fAssigned bydeﬁart}nan{i
Attach additional pages as needad to complats this applieation. -

ERE Ry

Name of the applican Tila

John Mengs! _ Vice-President General Manager
Nema of erganizslion ‘ Tetephons number

ArcelorMittal USA Bumns Harbor Plant {219) 787-2120

Address fnumber and stroet, oy shats, sad ZiF coda)
260 W, US HWY 12, Burns Harbor, IN 46304

Name of pargon on behall of the applicant Titte

Brett Erickson Modemization Superintendeant
Namo of orgenizalion - Telsohone number

KONE Inc, (630) 629-3100

Addraes {aumibsr and streel, clty, stale, and ZIP cods)
| 10B0 Parkviaw Bowevard - Lombard, IL. 60148

Name of daalgn profassiong! wense number

Name of organizalion Telsphona number

Address (number and sirest, city, stals, ond 2IP coda}

Nems of project
Arcelomitial Burns Harbor Biast Fumnance D

Porter

Site address frumber and streef. edy, state, and ZIF code)
250 West US Highway 12 - Burns Harbor, IN 46304

Typeofproject: U1 New [ Addition [ Alteration

[} Change of cccupancy O

Existing

The: following required Infarmetion has been inciuded Wt i applleation (ehe ok s gpplicabla):
0 Acheck made payable to the indiana Department of Momeland Securlly for the appropriate amount. (see insticifons}

Ona (1} sel of plans or drawings and supporling dats that daseriba the area affacted by the raquesled varlance and any proposad
alternatives,

O
OO writien documentation showlng that the Jocal fire ofiiclal has received a copy of the varisrice appllca’lipn,
O written documentation showing that the local bullding official has recalved a copy of the vadance spplication,

Has the Plan Review Section of the Diviaion of Fira & Building Bafsly lssued a Corraction Order?

0 Yes (ifyes, attach & copy of the Comaction Order) No
Has a violation been imewed? [ Yes (ifyes, altach 8 copy of the Violation and answer the following) 7l No

Violation izsued by:  £F Local Bullding Dapartment 0| state Fire and Building Codla Enforcemant Section
[} Local Fira Depantiment
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 Nanmie of coda ot standard and sdition (nvolved
2011 675 1AC (ASME A1T7.1-20CT)

§ Bpacific code san “
227321

Neture of non-compliance {inclnds & descrintion of spaces, equipment, ste. involved as necessary}

Due to the by-products of producing steel such as heat, smoke, and dust, smoke datectors are not functional, As siated at

the November 3, 2009 Indiana Fire Prevention and Building Safety Commission Commission Meeting,by Commissloner
Howard Cundiff "to have smoke detectars in the middle of an operator stee! mill was not practical™{Minutes attachad).

‘Select one.of the following statements:

¥l Norn-comphance with the rule will not be adverse Lo the public health, safety-or welfare; or

a Applicani witt underake allarmative sctions in et of compliance with the rule-to ensure that granting of the varianes will not be adverse
to-public health, safely, or welfare. Explain why afiemative actions would be adequate {be specific).

Fatis demonstrating thal the ahove selectad sialament & true:

ArcelorMittal has strict security procedures that do not allow public access. Being a
gteel mill with heat and smoke created from molten steel the use of smoke and fire
alarm are not practice. The plant has strict safety guidelines for all employees and
train regularly on these policies.

Swfect at {sast one of the foliowing statements: é

O imposilion of the rule woukl resull In 8 undue-hardship (unusus! dificully) because of physicsi limitations of the construction sie ot
its utility services,

i imposition of the rule would result in an undue hardship funusual dificully) because of major oparational protiems tn the tse of he'
building or structure,

] impositios of the nds wodd resalt in 8 undue hardship {uwsue! dificully) because of excessive cosis of addiional or aared construction
elemants. )

1 Imposiiion of the rule would pravent the preservation of an architeclurally-o a hislorcally significan pazt of the buliding or siructurs,

| Facis demonslraling that the above Selected statemant is tva:

This unit is tocated in a steel mill, the production of steel produces heat and stwke that creates an environment that makes
smoke detectors unusahle. Piease see previous state approvals from November 2008, ang August 2073 attached
addressing similar variance request,

} haraby cerlily under pena!!y of perjury that the information contained in this appl:caﬁan is accurale,

Bignstns of | Plegss pint name ~ Date of sigrature {month, day, year)
| Prerr Esrcksen) (/-8
Signatura of dbgign pmﬁessamal ( f app!mabie} 1 Please prml name Date of signaturs {monith, day, year}

| hereby cartify under penaliy of per;ury that | am aware of this tequesl for variance and that this appimnon is being submzﬁad on my behali,
Signature of appiicant ‘ Pisase prinl nasme. Dete of signailre {manth. day, vear}

NSOV S . t.)eww_,(‘.n\u;@. | e ey

Page Zaf 2




¢ ' n Specific code section
2011 875 1AC (ASME A1 7.1-2067) 227321

Nature of non-complianca fisciuds a daacription &f vaac:m:.= equipmant, efe, invalved es necessary}

Due to the by-products of producing stes such ag heat, smoake, and dust, smoke detectors are not funclional, As stated af
| the Novembaer 3, 2009 tndiana Fire Pravention and Building Safety Commission Cammission Meeting by Commissioner
Howard Cundiff "to have smoke detectors In the middie of an operator steel mill was not practical"(Minutes attached).

Select one of the following atatemenis:

& Norn-compliance with the rute will rot be adverss fo the public health, safety or welfare; or

[} Apphicant will undartake aitomativa acllons In Isul of compliance wilks the rufe to ensura that granting of th v riance wilt ot he adva
topgublic health, safaty, or walfare, Explatn why allemative actions watld be adequate (ke %?an‘iﬁ%u v ® e

Facis damonstrating that the abova selptled statament |s fus:

Selact ot least one of the following statements:

(| impoeition of the rule would result In an undue hardship {unusuval dificully) bacause of physical iimliailons of the construsian site or
Its ufllity services.

¥l imposition of the rule would resuil in an undue hardship (unusual diffoulty} because of major oparatlonal problems 1n the use of the
bullding or structure,

O imposttion of the rule would result in an undue hardship funusuel difficully) bacause of axcessive costs of addiional ar altered conatruction
elamants.

[ mmpositton of the ruie would prevent lhe preservation of an architactiratly or a historically significant part of the building or structure,
Facls damonatraling that the sbove salscted atatement Is trus:

This unit is tocated In a steel mill, tha production of stee! produces heat and smoke that creates an environment that makes

smoke delectors unusable. Please see pravious state approvals fram November 2069, and August 2013 attached
addreasing simitar varlance request.

A £

| heraby cartfy under ponalty of parjury that the Information containad in this application is accurate,

Signal lapplicant af pamsen Hing appiication Pleass print naria - Dale of signglure {maqth, day, yost}
W % 5,”:517" Errefon) /=l-18

Signeture of design protesgicnal (If appliceblo) Plaase print nante ’ Dale of slignatury (month, day, year)

{ mh oy under peity n that | am aware of this requast l‘or_varlance and that this application Is being submitted on my behalr,
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(1) 1f the normal power supply, EMEIZENCY Power
supply, and standby power supply are not avaiiable and
the elevator is equipped with an alternate source of
power that is insufficient fo mave the car to the recall
level, the following requirements shall apply:

(1) The visual signal [2.27.3.1 6(h)] shali extinguish.

{2) Acarthatisnotata landing shafl move fo the
closest landing it is capable of reaching,

{3} A car that has antomatic power-operated hori-
zontally sliding doors or power-operated vertically slid-
ing deors provided with automatic closing operation
end is stopped af a landing, shall open the doors, and
then within 15 s, initiate reclosing,

(4) A car that is stopped at a landing shall have its
door open button operative,

(5) A car stopped at  landing shall not move il
normal power, emergeacy power, or standby power
becomes available.

2,27.3.2 Phase t Emergency Recall Operation by Flre
Alarm Tnlglating Devices

2,27.3.2.1 In judsdictions not enforcing the

NBCC, fire alarm initinting devices used to initiate Phase
I Bmergency Recall Uperation shall be installed in eon-
formance with the fequirements of NFPA 72, and shall
be located

{a} at each flgur served by the elevator

(b) in the associated elevator machine room, control
space, or control room

{c) in the elevator hoistway, when sprinklers are
located in those hoistways

2.273.2,2 I jurisdictions enforcing the NBCC,

smoke detectors, or; if applicable, the building fire alarm,
system {fire alarm initiating devices), tsad to initiate
Fhase I Emergency Recall Operaton, shall be instalfed
In conformance with the requirements of the NBCC, and
shall be located i

(a) each elevator lobby

(B the machine room
NOTE (227.32.2):  Fire alaim initiating devices are reforred to as
fire detectors in the NBCC.

112

2.27.3.2.3 Phase I Emergency Recall Operation.
& the designated level shall conform to the following;

{2) The activation of a fire alarm initiating dewvice
specified in 2.27.3.2.1 or 2.27.3.2.2{a} at any foor, other
than at the designated level, shall cause all elevators
that serve that floor, and any associated elevator of a
group automatic operation, to be returned ronstop to
the designated level.

{b) The activation of a fire alarm initating device
gpecified in 2.27.3.2.1(b} or 2.27.3.22(b) shall cause all
elevators having any equipment located in that machine
room, and any associated elevators of a group automatic
opexation, to be returned nonstop to the desigriated
level. B the machine room is Iocated at the designated
level, the elevator(s) shall be returned nonstop to the
altemnate lavel.

{c) Injurisdictions not enforcing NBCC, the activation
of a fire alarm initiating device specified in 2273.2.1(c)
or in jurisdictions enforcing NBCC, the initiation of a
fire detector in the hoistway shall cause all elevators
having any equipment in that hoistway, and any agsoci-
ated elevators of a group automatic operation, to be
retucied nunstop (o the designated level, except that
initiating device(s) installed at or below the lowest land-
ing of recall shall cause the car to be sent to the upper
tecall fevel

{d) The Phase 1 Emergency Recall Operation fo the
designated level shall conform to 2.27.3.1.6{a) through
(n).

2.27.3.2.4 Phase I Emergency Recall Cperation
to an alternate level (see 1.3} shall conform to the fol-
lowing:

(2} theactivation of a Rre alarm initiating device spec-
ified in 2.27.3.2.1(a) or 2.27.3.2.2(b) that is located at the
designated Jevel, shall cause all elevators serving that
level to be recalled to an alternate Jevel, unless Phase I
Emergency Recall is in effect

(b} the requirements of 2.27.3.1.6(£), (), (m), and ()

(.C) the quuirements of 2.27.3.1-5(53)' (b): (C), (d)' (E)_,
(g). (h), {3), (K}, and (), except that all references to the

©n

(07}

(ED)

(D)
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COMMISSION MEETING MINUTES
Indinna Fire Prevention and
Buiiding Snfety Contmission

Government Center South
402 West Washington Street
Indinnnpolis, Indiana 46204

Conference Room B

November 3, 2009

v

Pursuant to 1C 22-13-2-6, the Indiana Fire Prevention and Building Safety Commission's regular mionthly meeting was

apened by Chaitran David Haamim at $:05 2.n, on November 3, 2009,

(@ Comemlssiohers present at the Commission meeting

Diana M. I(I. Beenper, delayed meyival
Miclael Clisistoffersen

Howard Wi Cundiff, Viee-Chatrman, represcating the Commissiener, Depariment of [izalth
David TTanpum, Chairman

John Hawlins

M. Burke Jones

Ted Ogie

(&) Corunissidners not present at the. Commission mesting:
Michae! Corey
Kevin Godden, representing the Commissioner, Departipent of L.abor
(<) The following deparimental and suppart staff were present during the moeting:
Legallarid Code Services
ohn Haines, Code Speciafist

Wenise Fitzpotrick, Code Specialist
Heth Sutor, Secretary

(d) Dreputy Atlermey General James Schmidt was present.

State Fire Marshal Jim Greeson introduced Seolt Perez, the new Building Law Complisnce Officer, to the members of the
Commissiot. Theew Administrative Law Judge, Gary Bippus, also was infroduced, The gentlemen pave a short synopsis

of thelr respectivebackgrounds ond wer welcomed by atl present.

Qld Business.
Chairman Hannu gatled for any corestions or 8

Commissioner Christoffersen. [t was voted upon and carried,

motior to approve the minutes of the October 6, 2009 meeting oS
distributed. A motton to approve the minutes as distibuted was made by Commissioner Jones and seconded by

i




Third Party Inspoctior| Rengwals.

RADCQ
5220 E. 59% Street
Long Beach, CA 90805

PFS Corporation
1507 Matt Pass
Cottage Grove, W1 53527

Loanie Lagle, Fire apd Buildini Tode Enforcement, intreduced the fhird parly inspection requests. He noted both wers in

good standing and r¢commended approvat for ane year. Commissioner Jones moved to apptove both for a peried of one
year. Commissloner Christoffersen made the second. It was voted upon and carried.

Varianges,

TFrbled Varinnees

Varlance 09-10-6 Macquetie Manor, Indimnapalis, was repieseated iy David Behrems, projest suporintendent for CS&M
Mechanical Conumiors. The request was to llow piping belonging to the bathroom in the apartment above an electrical

vaom to Tun fn & cgmer of the room, They would use o double-contaimment piping system In the electiical room only,
switching baek 1o single wall outside the voom. A drip part would be instafled to protect equipment from the pipiig with a
maniforing system th alert maintenance to preblems. Domestic hot water piping has been diverted from the elecirical rova.
On the condition thit the drip pan not be constructed from sheet metal, Commissioner Cundiff moved ta approve with the
secoind by Carmisgioney Hawkins. T was voted upon and carried. Variznee 00-10-33 Cily Lolts laterior Butid-Out and
Addition, Lafayentd, was represented by Ed Rensink, RTM Consultants, The variones had been in a *B” calegory fast
month, but had bedn incomplete and ineligitle for action. The missing information had been submitted Commissioner
Ogle moved to appiove with the second by Commissioner Christoffersen. it was voted upon and catried,

Regutar Varianess, ,

Chairman Hentwed caffed for my variances 1o be palled from thé block vote for individual considesstion, There being
nione, Commrissioner Jones miade the motion to approve the faliowlng variances with an "A" or "BT revlew rating by slaft
with the second being made by Commissioner Ogle. [t was voled upon and carried. Cotmimssioner Christoffersen
shstained from varfance 09-11-19.

The following variances were npproved as submitied:

(1) gv-11-1  EfLA Buckner Towors Renovations, Evansville

{2} 09-11-2(e}bXc)(d)e)E) Notthlane Condominiums, Blaomington
(&) 59-11-3 Palmer Leosing Group Fleet Fueling, Ft. Wayne

) be-11-4 Bargetaville Fire Station No. 3, Bargersville

(5 001 1-Ha)b)e) Phizer Butldings Sprinklers, Terse Haate

{6} 09-11-12(2)()e) TW Marriott Hotel Complex, Indianagelis

(1) 00-11-16 Parkview LaGrange Hospital Buggy Harn, LaChange
(8) 09-1F-17 EHA Kennedy Towers Renovation, Evansville

(% 9-11-18(a){t) Della Chi Fratemity New Eacllity; Angola

(10 9.11.21 NAMPAC Addition, Indianapolis

{t1} 9.11-22 Ball State University North Residence Hall, Muncie
(12)  09-11-24 Carmel Regional Performing Arts Center, Carme
(11 051125 Aven Middie School Souwth, Avon

(14)  09-11-27 Penthouse Renovation, Indianopalis

(15)  09-11-31(a) [UKCinema Theatre and Drams, Bloomington

12




The following variantes were heard separately:

(16)

{7

(1%

(1%

(20

@

0941 1-5 Dollar General, Evansville

th: application was sl incomplete and ineligible for action. Commissioner Chilstoffersen minved to
Table for thirty days. Commissioner Ogle made the second, It was voted upon dnd cartied.

09-11-6

tTiis number eppeared as *Void™ on the agenda.

{(5-11-§ Kosiara Garage Addition, Griffith

Bill White, contizctor far the projoot, appeared as proponent. The request was to ellow an addition to a
garsge using @ matching glab-on-grade foundation and not the fuli foundation reguired by code. A local
orfimance aliows only one outbuilding, so a separate building would not be possible. The local building
o{gmial had submitted 2 lelter opposing the vaviance. After discussion, Cammissioner Christoffersen

mbved (o deny with the second by Commissiona Cundift, Tt was voted upon and earried.

09-11-9 Ben and Arf's Tent, Fishers

I8hn DeLuca, a pariner in the operstion, appeared as prapupent. For the past six years, Lhe family

L tartainment busincss had erected & teat in thew parking lol during the summer months for events heid
ginly by not-for-profit groups and for family pnties. The tent was regularly inspecied by the ishers

Fire Department and complied wilh their safety regulalions. The local fire departraent realized they had

nbt been enforcing the thirty day limit for tents properly, and sdvised Ben and Ari’s o apply for &
viance. The request was to aliow a tent in the parking lot for more than the thirly days allowed by code.
e loeal fire department was in support of Hic varfance. Commissioner Ogle moved to epprove for 180
ys with the second by Commissioner Jones. Tt was voted upon and carzied with 2 may voles,

9.11-19 Reoreatlan Uniimited, Nablesville

ori Anderson, Pelerson Architecturs, spoke as proponent. The business sulls play equipment to schools;
{c., ard has o large display ovea, They had noticed parent bringing their children n to play on the
equipment while thcy ke to saivspropls, not really intending to purchase any equipment. The pwners
tecided ‘to sofl passes for supervised playtime and to provide party rooms for birthdays and such,
nspoetors decided this was a change of use of ihe buliding, The request is ta allow udditional exit doors
3o decrease wrave] distance in lieu of instaliing a fire wall In the existing bullding. Lonnie Lagle, Five and
Building Cods Enforcement, also requesied that the staff is o be tralned in emergency procedures and
Lvacualions with bi-monthly trainings. Commissioner Huwking made the mution to approve with the
tondition oF panic hardware on the cgress doors and the roquested training for siaff. Commissioner
Cundiff made the second. [L was voted upon and carried with one nay vate.

09-11-11 Marina Ltd. Dock Construction Building, Fortville

Steve Roudebush, Supervisor, spake a5 proponent. The Fequest was 1o allew an additional mezzanine to
‘be construsted zbove an existing mwzzaning fo which and addition had been constructed. During
discusston, it was delérniined that the construction had been dohe by non-professionals. Boanie Robison,
Diiregtor, Plan Review, also advised the Comymission thas she could not find where the preject had been
filed with the State, The project had, however, been filed with, and permits obtained from, Fishors.




(2%

23)

{24)

(23)

(26}

(21

Cothmissioner Hawkins moved to lable to allow the proponent tims te wark with Plan Review fo
determine what needed 1o be filed and to submit paperwark, Commissionet Ogle mads the sccond, It was
volid upon end carried.

09 1-12(d) § W Marciott Hotel Compley, Intisnapolis

Ralph Gerdes, Ralph Gerdes Cansultanis, spoke 4s preponent. The request was to omit venting in two
clebator hoistways. The bufiding is sprinklered throughoue, with the bailroom sprinkler system upgraded
t Drdinary Hazard Group | and a mechanical smeke removal system provided. Afer discussion of the
inthrprolation by the Elevator Division regarding venting hoistways provided by the proponent,
Colnmissloner Cundiff moved o variznce was required. The second was made by Cunmissioner Ogie.
1t was voted upon and esrried,

09111-13(a)b}(z) Commenity Hospital South Expansion, Indianopolis

Noal Locasto, RTM Consuliants, speke as the proponent. The boiler equipment is tocated on the roof of
tht building, The request in variance {2) was te omit the statrs and ramp at elevation changes fiom the
tufilding to the mechaical room, The watkway is a required second rneans of egress far the arga which
vilt have cardeennirolicd access. Variince (b} was 10 omit the handrails required by code for this sseond
mbans of egress. The walking surface is 14 feet from the edge of the building at is closest point and wil
b iluminaled per code, Veriance (g) was a request {o remove the landing on the interfor coiridor side of
thb second means of egress doorway, After discussion, Commissioner Cundiff moved to approve ali
thhee variances with the second by Commissianer Christoffecsers. it was voled upan and savried.

-

09-11-{4 Aberdeen at Heartland Ceossing Phase 111, Camby

E{ Ronsiuk, RTM Consulanty, and Dan Turcle, project peneral manager, spoke as proponents, The
réquest was to ot sprinklers in the seven one-stoey buildings wliich will complete the project. In ficu of
s?rinkttrs, the buildings will have two-hour fire walls scpareting every two utrlis with 2 oneshour five
bﬁrricr seporaling each unit not separated by a fire wall, Fire access roads are provided. Gommissioner
Cundiff moved to approve with the secend by Commissivner Christoffersen. U wes voted upon and
cprricd with one nay vote,

009-11-15{a)(b) The Magles at Spring Mill Phase 17, Building Type 33, Westfield
Hd Rensink, RTM Consultants, proponent, asked that the varlances bo fabled. Commissioner

Christolfersen moved to table with the sceond by Commissioner Ogle. 1t was vated upon and carled.

09-LL-19()(E){e)dXe)(F)p) Wirsaw Retrerment Community, Warsaw

Timotiy Callas, J & T Consulting, asked that the variances be tabled, Commisstotter Ople moved to table
Lith the second by Commissioncs Jones, Il was voted vpon and caried.

£9-11:20 Carmel Ants District Lofts, Carmet

:alph Gerdes, Ratph Gerdes Consultants, spoke as proponent. The request wis to sllow the proponent Lo
“onsider the four Foors ahove the thregdour fize rated separation between the mercantite first lovel 05 8
eparate bulding so that he may use {3R sprinkler system, After discussion, Commissioner Condiff
meved to approve wilh the second by Commissioner Ogle. It was voted zpon and garried.

H




(28) 09—1;143 Hamilton Heights Blementary School, Arcadia

Thid variance had been withdrawn by the proponeat.

(29)  09-]1-26 Peabody Public Library tntesie Renovation, Cohumbia City

Ed Rensink, RTM Cansultass, spoke o proponent. The building had originally been built in 1997, and
they now wish to 2dd 2 mesting room in the basement level withoul installing the required sprinkler
aysiem. Three exits will be provided from the new space directly to the exterior and a 1-hour corridor
will be orealed. Afier discussion, Commissioner Cundiff moved tu approve with the sccond by
Cotrnissioner Ogle, [ was voted upon and carried.

(30)  09411-28 Arcelor Mitlal Steel, Burms Harbor

Loy Spurr, Long Elevator, spoke as proponent. The requesl was to omit stmoke detectors in exdsting
elevators whick were having upgraded conirols tnd apparatus installed, Commissioner Cungiif moved to
approve with the seeohd by Commissioner Hawkins, It was voted upon and carried. Commissioner
Cundiff sisted hat to have smoko deteators in the middle of an operating stesl mitl was not pravtical and
tlnif code should be revised,

(1) 09:1£-29 1307 N. Meridian Street Rengvation, indianzpois

Ralph Gerdes, Ralph Gerdes Consultants, spuke as propatient. The request was to allow openings in ot
ofice buitding wall whish is less than three feet from a properly fine. The building will te sprinklered,
and the windows will be further protected by close spiced sprinklers. Afer discussien, Comrmissioner
ristoffersen maved to approve with the second by Commissioner Cundiff. [t was voted upon uriel
fed,

(32)  09-11-30 Wolf Creek Condontiniums, Evansville

oger Lehman, R, Lehman Consulting, spoke as proponent. Also aftending was Tom Haas, cwaer. The

quest was to gmit sprinklers in the last five one-story d-ples condominium bulldings which arc ta be

blsilt in this project. A two-hour fire wall will be orected botween every lwo units aud 2 one-hour fire

yherier will bo installed betwetn ench it not separated by 2 fire wall. After disetsssion, Commissiones
ndiff moved Lo approve with the secend by Commissioner Hawkins. It was voted upon and carried

With one nuy. Mz, Lehman, the former LBO for Evansville, then introduced Ben Miller, the new LBO
¢ ¢ Evansville, stating he hed wanied 1o show him how things wero done at the Comrmission mestings &6
& would be familiar with the process,

{33) D-11-31{b}{c) (U / Cinema Thentr¢ and Diamie, Bloomington

ph Gerdes, Ralph Gevdes Consuitants, spoke as proponent, The request for variance (b) was a request

o oimit the shunt tip on the platform Lif, The life will have a GFCL-protected electrical systein. After

Aseussion, Commissioner Cundiff moved to approve with the second by Commissioner Ogle. [t was

oted upan and cariied. Variance (¢) was to allow a maching-roomiess clevator, Speciatized tools to be

hsed for inspections and the training for State inspectars in thelr usé wil be provided. Commissloner

Candiff moved 1o approve witl the sccond by Cormissiencr Christoffersen, WL was voted upon snd
varried.

oy
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(34

(35}

09.]11-42 Rodgers Finishing Tools, Lebanon

Dagny Mitchell, Exceutive Vice-Peesident of North Salem State Bank, spoke as propenent. The request
wad to allow the discontinuzation of the sprinkler system of & building which has gane into foreelosure, iz
undeepied, had all equipment rermoved and the heal tumned off. Commissioner Cheistoffersen moved o
upprove with the second by Commisstoner Jones. It was voled upon and carried.

0941 i-33 Washingten Street Garage Pedestian Connector, Indianapolia

Ralph Gerdes, Ralph Gerdes Consullants, spoke as propestent. The request was 1o allow a pedestrian
briflge fom the Convention Center 1o the parking gatogo to bave sprinkler protection only at the
Cehvention Center end of the bridge, The deors o the fully sprinklered Convention Center will have 2
will with sprinklers six feet on center, The open gavage, which is not sprinktered, will have only glass
dobrs. Afer disoussion, Commissioner Christofforssn moved to approve with the sedond by
Cdmmissioner Cundiff, It was voted upon and carried.

Commissiojier Brenner joined the mesting.

(36)

08:11-34 Marian Friary of Our Lady Coredemptrix, Bloominglon

Rpbert Dorsey, architeet, spoke as proponent. The request in variance () was to omit the fire alarm
system. The request in varlance (b} was to omit the sprinlders. The building has [CF concrete walls,
dncrete foors and & conerele separation between the First and sccond floors. There are two wooden
ks 1o fhe tear of the building and wood framing. The lifestyle of the Franciscan grder is ono of 4 fow
& risk, and mest of the building will nat be open to the public as they are cluistered, Thers are aight
its from the building with a filty fool teavel distance snd ninsty feet of travel from the fous 7-person
sleeping rooms to an exit. The building is scrved by a well. While the Van Buven Water District has a 6"
mfain in their ares, it would be unable tw provide enough pressue to support sprinklers.  Discussion
éntered an the Fire arcs and need for a fire wall, and the need for type & gypsum on the interiar of the
ICF walls and [-beams.

a

=

1)

o

5. Breakiug and reconvenlng, Chairman Hannums recessed the Comimission at 10243 am. He then reconvened the meeting,
calling it baek to order af 10:55 a m.

ED)]

9-11-34 contmued

Roborl Dérsey cuplained to the Commissen that they were jweparad to instal] fire walls wherever Plan
2view requested they be placed to reduue the fire avea. Commissioner Hawkins then moved to apprave
%} with the condition they work with Plan Review an troms discussed on separations, and teat 5/8” gype
3 gypsum board be inslalled on the interior walls and used fo cnease the [beams, Cominissioncr
tslof(eren made (he second. 1t was voted upon and camled with one nay. Commissioher
LristolFersen theh moved o deny (a) with the second by Commissioner Cundiff, I was voted upon and

arried.

9.11-35(a){b)e)d)(e} The Resdences at Mewriliville Lakes, Merritivilie
-11-36(a)(B)(c)(d)z) The Residences al Merillviile Lakes, Merriilville

Howard Wolnor, architect, spoke as proponent, The prafsct had originalty been zoned in 2004 with the
Tirst buildings filed in 2007. Delays myolving federal agencles and IDEM re-approving the wetlangs in
ilieir area caused the next buildings to be filed under the 2008 [BC and rtew accessibility requirements
All units in the complex are adaptable. Varfance () was 8 raquest to provide a five-foot turning radivs in




front of the [ixtures which included the lavatory overhang, Varinnce (b} was a reguest 1o allow 0"

cl

floor space pempendicular to the lavatery. Following a lengthy discussion of requirements and

exemptions, Commissioner Hawkins rmoved no variance required. for both (a) and (b) with the second by
Commissioner Christoffeesen. If was voted upon and carried. Variance (¢} was a request to provide a
5'6"| & 36" parallel space for washer and dryer access, Variance () was a request to poit slandplpes in
the stairwell, The local firc official has said hs wottld nol use them, prefeming to use his acrial fruck and
equipment. Commissiomer Cundiff moved to approve with the second by Commissioner Ogle. Tt was
votdd upon and carried.  Variance (d) was a request lo omit Type A units. All units i the complex Ie
adubtable and to design Type A units would require 2 complele redesign of the buildings, Commissiener
Curldiff moved to approve with the sccond by commissioner Christoffersen, 1 was voted upon and
carfied. Commissioner Eawlins moved to deny variance (¢) with the second by Commissionel Branner.

1t

was voted upon and catvied.

(3%)  09-11-37 Sweoties, {ndiarapobis

Tim Callas, f & T Consulfing, spoke as proponent, The now bakery Is in an iostiog tenant space of 2,500
sqilare foet, The request was to omit the second exit which was required by the aceupant load calenlated

at

dn Indianapolis Fire Departinent Inspection. Ta comply would involve exiting through the kitchen and

velbcation of water heaters, coolers end plumbing. A revised sesting plan was présented to the
Commission allowing seating of 49 patrons. Commissioner Hawkins moved 1o approve witle the
cohdition that seating would not exeecd 49 persons. Commissioner Curndiff made the sseond. It was
voled upon and carried with one nay vote,

Anproval of vaciance granted by tie Ciiy of Tndiznapolis per I 22-13-2-7(b)

The variance to the

Marion Couaty Fire Prevention Cods granted by the (ndianapolis Fire Department was presented £or

approval by the Commissian pussuant to §C 22-13-2-7. This vartance had been granted by the ity of Inglianapotis for the

1302 N. Meyidian §

lrcet Renovation project, Commissioncr Cundiff moved to approve with the second by Comniissisner

Breaner. 1t was votied upon and carvied.

Mow Busiuess— Genersl,

Digeussion and Cc;jnmissian Action On Petitions For Review (All are timely Gield unless otherwise noted.)

tvensville Scoltish Rite Catliedral

rder — Elovator Safety and Amusement Device Section

rder — Elovator Safety and Amusemen) Device Geetion

;Jansuiiie Seoitish Rila Cathedral ~ Zeller Elevator Company

ew Hope Day Services
rder— Pike Township Fire Department

entry Pavk Seaior Living
ondition - Project 34 1983 Design Relenso

Cominisiioner Tones moved to approve all timely filed petitions for review, Commissioner Cundiff made the
sceond. Tt wos voted upon and earvied.

Apuproval of LSA Thecument #09-147 g adopted by the Regulated Afusement Device Safety Board




Afler q bricf diseussion, Commissioner Jones moved to approve the rule as adopted by the Regulated Amusernent Device
Safety Board, Commimsioner Cundiff made the secand, It was voted upon und carmried unanimously.

8. C.C.E, Ing. - Commiision discussion nnd decision on Nonfinal Ocder aed Objections.

Chairman Hannum stated he felt they brad not had sulficient-time {o sludy the information distributed thet motning to make
an Informed decision, ind suggesied the item be tabled for thivly days. Commissioner Jones moved to table for thity days
with the second by Commissioner Ogle. It was voled upon, and carried.

9 Adjourninent.

Chairman Hanpum called for furthor business, and upon hearing aone, he adjourned the meecting at 11535 a.m.

APPROVED __

David llonnam, Cheteman

P _.En. Cm——
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”designaied level” shall be replaced with “alternate
leyel” .

£27.3.2.5 The recall leval shall be determined
by the first activated fire alarm initiating device for that
group (see 227.3.2.1 or 2.27.3.2.2),
If the car(s) is recalled to the designated level by the
“FIRE RECALL” switch(es) {see also 2273.1.6(), the
recall level shall remain the designated level.

2.27.3.2.6  When a fire alarm initiating device
in the machine ropm, contiol space, control room, or
haistway initiates Phase I Emergency Recall Operation,
as required by 2.27.3.2.3 or 2.27.3.2.4, the visual signal
[see 2.27.3.1.6(h) and Fig. 2.27.3.1.6(h)] shall luminate
intermittenily only in a car(s) with equipment in that
machine room, contro! space, control room, or hoistway:
When activated, a heat detector [227321{d}] in the
machine room, control space, or control room shall cause
the visual signal [see 2.27.3.1.6(h) and Fig. 2.27.3.1.6{(h)]
to illominate intermittently only in a carfs) with equip-
ment in that machine room, control space, or control
foop. .
2.27.3.3 Phase Il Emergency In-Car Operation, A
three-position (“OFE” “HOLD,” and “ON,” in that
order) key-operated switch that will not change position
without a deliberate action by the user, shall be labeled
“FIRE OPERATION"; provided in an operating panel
in each car; and shall be readily accessible. The label
“FIRE OPERATION" lettering shall be a minimum of
5 mm (0.25 in.} high in red or a color contrasting with
a red backgronnd. It shall become effective only when
Thase I Emergency Recall Operation is in effect and the
car hasbeen returned to the recall level The switch ghall
be rotated clockwise to go from “OFF” to "HOLD” to
IION‘IJ_

The key shall only be removable in the “OFF" and
“HOLD" position. For elevators with power-operated
doors, the “OFF,” "HOLD,” and “ON” positions shall
not change the mode of operation within Phase I Emer-
gency In-Car Operation until the car is at a landing with
the doors in the normal open position, exceptas required
by 2.27.3.34 and 2.27.3.4. The three modes of operation
within Phase If In-Car Operation (“OFE” “HOLD,” and
“ON") are specified by 2.27.3.3.1 through 227.3.34

For elevators with manual doors, after the car and
hoistway daors have been opened at Jeast once at the

_ recall level, the “OFE“ “HOLD,” and “ON” positions

shall then change the mode of opetation in accordance
with 227.3.3.1 through 227.3.3.4,

2.27.3.3.1 Whenthe "FIRE OPERATION” switch

is in the “ON" position, the elevator shall be on Phase

Il Emergency In-Car Operation, for use by emergency

personnel only, and the elevator shall operate as follows:

{s) The elevator shall be aperable only by a person
in the car.

113

(b} The car shall not respond o landing calls. Direc-
tional lanterns, where provided, shall remain inapera-
tive. Car position indicators, where provided, shall
Temain operative. Landing position indicators, where
provided, shall remain inoperative, except at the desig-
nated level and the building fire control station, where
they shall remain operative.

(c) Door open and cose buttons shall be provided
for power-operated doors and located as required by
2.27.33.7. Buttons shall bea minimum of 19 mm (0.75in.)
in the amallest dimensior. The door open and door close
buttons shall be labeled “OPEN” and “CLOSE.” The
door open and close buttons shall be operative when
the elevator is stopped within an unlocking zone.

(d) The opening of power-operated doors shall be
controiled only by a continuous-presstuxe door openi but-
ton. If the button is released prior to the doors teaching
the normat apen position, the doors shall automatically
reclose. Requirements 2.13.3.3, 21334, 2.13.4.2.1(b)(2),
and 2.134.2.1(c) do not apply.

On cars with multiple entrances, if more than one
entrence can be opened at the same landing, separate
door cpen buttons shall be provided for each entrance.

{e) Open power-operated doors shall be closed only
by continoous pressure ofi the door close button. IF the
button is released prior to the doors reaching the fully
dosed position, horizontally sliding doors shall auto-
matically seopen, and vertically sliding doors shall anto-
matically stop or stop and reopen.

On curs with multiple entrances, if more than one
entrance can be opened at the same landing, 4 separate
door close button shall be provided for each enfrance.

{f) Opening and closing of power-operated car doors
or gates that are opposite manual swing or mariual slide
hoistway doors shall conform to 2.27.3.3.1(d) and (e).

(g) All door revpening devices, except the door open
button, shall be rendered Inoperative, Full-speed closing
shall be permitted.

Landing door opening and closing ‘buttons, where
provided, shall be rendered inoperative.

(i) Every car shall be provided with a button labeled
“CALL CANCEL," located as required in 2.27.3.3.7, that
shall be effective during Phase II Emergency In-Car
Operation. Wheni activated, all registered calls shafl be
canceled and a traveling car shall stop at or before the
next available landing. The button shall be a minirum
of 19 mm {0.75 in.} in the smallest dimension.

t} Floor selection means shall be provided in the car
to permit fravel to all landings served by the car, and
shall be operative at all times, except as in 2.27.33.2
and B.121. Means to prevent the operation of the floor
selection means or door-operating buttons shall be ren-
dered inoperative. The foor selection means shall be
operable without the use of keys, cards, tools, or special
knowledge. The floor selection méans shall be permitted
to be located behind the locked cover specified in

7
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MICHAEL R. PENCE, Governor
STATE OF INDIANA

DEPARTMENT OF HOMELAND SECURITY JOHR H, HILL , EXECUTIVE BIRECTOR

Indlana Dapartment of Homeland Sequri
Ifndlizane Government Cunter Sou
307 Wast Washimgton Streat
indianepolis, IN 45204
F17-232-3940

TRAVIS LANGDON July 5, 2013
ARCELORMITTAL

3210 WATLING ST

EAST CHICAGO, IN 46312

Dear TRAVIS LANGDON,

This letter provides notice below of the action taken by the Fire Prevention and
Building Safety Commission on your application{s) for a varlance({s) from the
Commission's rules under IC 22-13-2-11 and 675 IAC 12-5. The Commission
cansidered the application with all alternativas offeved, as a part of itg
published agenda, at its regular weeting on July 2, 2013,

Project Number Project Hape Variance Numbeg

ARCELORMITTAL STOCKHCUSE #7 13-07-33

Commiesion Conditions

Edition Code Code Section Cormlasion Action & Date
2011 ELV (675 IAC A17. 1-2.27.3.2.1 Bpproved as 07/02/2013
21-3) submitted

You are advised that if you desire an administrative review of thig actien, you
rmust file g written petition for review at the above address with the Fire
Prevention and Bullding Safsty Commission. Your petition wmust fully identify

the matter for which you seek review no later than eighteen{18) calender days from
the above stotod date of chis leccer, unless guch date is a Saturday, Sunday, legal
hieliday under state gtatute, or day that the Department of Hameland Security's
offices are closed during regular business hours; in which case the deadline would
be rhe first day thereafter that is not a Saturday, Sunday, legal holiday under
state statute, or day that the Department of Homeland Security's

offices ard closed during regular business hours. Tf you do éo, your petition for
reéview will be granted and an administrative proceeding will be conducted by sn
administracive law judge appointed by the Firxe Prevention and Building safety
Commizsion. If you do not file a petition for review, this acticn will be final.




Please be further advised that you may reguest an opportunity to informally
discuss this matter prior to filing a petition for review. Such informal
discussion, or reguest therefore, does mot extend the deadline for filing a
petdtion for review and, therefore, any request for an informal discussion should
be made promptly, preferably by telephons or e-mall, upon receipt of this letter.

8incersly,

Mara J. Soyder
Legal & Cecde Services,
Department of Homeland Security




